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www.victronenergy.com 
Quick Installation Guide
EcoMulti 24V 3000VA 230Vac 

I - Top battery “+” to fuse
K - Top battery “-” to bottom battery “+”
J - Bottom battery “-” to unit “-”

Tight fit

Battery Cable - Battery Link

Battery Cable + 
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6A - Top battery “BMS-cable” to “BMS-extender-cable”
6B - Top battery “BMS-cable” to bottom battery “BMS-cable”
6C - Bottom battery “BMS-extender-cable” to BMS
6D - Bottom battery “BMS-cable” to top battery “BMS-cable”
6E - Bottom battery “BMS-cable” to BMS
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LiFePO4 accu’s(smart):
60Ah - BAT512060410
90Ah - BAT512090410
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